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PHOTO A-8 
SPILLWAY UPSTREAM VIEW 
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SPILLWAY DOWNSTREAM VIEW 
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SPILLWAY UNDERCUTTING 

 
Field Inspection Report 
Mahoona Dam AK00207 

6/10/2011 

 

Alaska Department of Natural Resources 
Dam Safety and Construction Unit 

 

Seepage 



 

 

PHOTO A-11 
SPILLWAY SLAB UNDERCUTTING 

 
Field Inspection Report 
Mahoona Dam AK00207 

6/10/2011 

 

Alaska Department of Natural Resources 
Dam Safety and Construction Unit 

 



Alaska Native Tribal Health Consortium 
Division of Environmental Health & Engineering 
3900 Ambassador Drive, Suite 301 
Anchorage, Alaska 99508 
Phone: (907) 729-3500 Fax: (907) 729-4090 

 
 

 
 

MEMORANDUM  
 
DATE:  September 27, 2012 
 
FROM: Director Engineering Services 
 
SUBJECT: Ouzinkie Dam Replacement Conceptual Alternatives 
 
TO:  FOR THE RECORD 
 
 
BACKGROUND 
 
The dam in Ouzinkie is a composite wood, steel, concrete and earth fill structure that is used to 
increase the water storage capacity of Mahoona Lake.  The dam, designed by Scott Thompson of 
Focus Engineering Corporation in 1986, was constructed below the outlet of Mahoona Lake to 
divert water to a 125kW hydro-electric turbine.  The turbine supplies the community with a 
source of low cost electrical power. The dam/lake also serves as the community’s primary water 
source. Ownership of the dam and hydro-electric turbine was transferred to the City of Ouzinkie 
(City) in 1993. 
 
On June 10, 2011 Mr. Charles Cobb and Mr. Chandler Engle from the State of Alaska, 
Department of Natural Resources, Dam Safety and Construction Unit conducted a field 
inspection of the Mahoona Dam.  The inspection team was accompanied by the Mayor of 
Ouzinkie, the Honorable Dan Clarion, during the inspection. Concerns were noted about the 
structural integrity of the wooden supports and degradation of the dam face in the field 
inspection report. 

 
R&M Consultants, Inc. (R&M) was retained by the City to conduct periodic safety inspections of 
the Mahoona Lake dam.  On September 15, 2011, Mr. John Magee and Mr. Matt Morrow from 
R&M inspected the Mahoona Lake dam subsequent to a significant rainfall event that caused 
some flooding in the community.  According to verbal reports, the dam spillway had become 
clogged with debris and the dam filled to a water level above the normal operating point.  This 
event stressed the wooden supports resulting in additional damage to the already compromised 
wooden structure.  On September 27, 2011 R&M issued a letter to the City noting that “the 
structure has been further evaluated and confirmed to be deteriorated to the point where 
operation at full reservoir level is unwise”. The state concurred with R&M’s findings and 
condemned the dam.  
 
 
 



ALTERNATIVES  
 
A competing proposal to build a new concrete/rock fill dam and raise the lake water level offers 
some promise but may have some drawbacks. It includes building a new larger dam and 
constructing dikes around low lying areas of the lake shore. Given the expense of the proposed 
project, it will be difficult to obtain the amount of funding that is required in the current 
economic environment. In addition, raising the water level in the lake can have a negative impact 
on source water quality due to decaying organic material in the inundation zone. This expected 
increase in organic contaminants will also increase the cost and complexity of treating water for 
the community. The salient features of the proposed project are as follows: 
 

1. Construction of a much larger dam 
2. Demolition of all existing dam structures 
3. Construction of dikes around low areas of the lake 
4. Does not consider access to lake that is cut off due to a rock outcrop 

 
A less expensive and equally viable alternative is to replace the existing wood dam with a 
concrete faced rock fill structure, removal of the rock out crop that is restricting access to water 
in Mahoonah Lake and construction of an access road to the dam site. With this alternative some 
of the existing rock, concrete and steel structures can be reused/renovated and construction of 
dikes in other areas of the lake will not be required. The location for this proposed alternative has 
proven to be a successful for the existing dam structure and because geotechnical and hydraulic 
conditions are known; the efforts, risks and costs associated with engineering design will be 
substantially reduced. Some salient features of this proposal are as follows: 
 

1. Existing viable concrete and steel structures will be renovated and reused 
2. Will not require extensive geotechnical or engineering investigations 
3. Will take advantage of existing lake storage capacity 
4. Will construct a year around access to the dam for maintenance (existing trail limits 

access)  
 
Replacement of the penstock and hydro-electric turbine is also recommended. The penstock is 
aging due to exposure to ultraviolet radiation and the brittle and fragile piping materials are 
exposed on the ground surface and are therefore subject to damage from falling trees or other 
similar hazards. The existing hydro-electric turbine is also aging and is not optimally sized for 
the water source or diesel electric generator capacity. Replacement of the existing hydro-electric 
turbine with modern and more efficiently sized equipment will improve utilization of the lake 
source and by carefully matching hydro-electric generator capacity with diesel generator 
capacity, will allow greater efficiency in the operation of Ouzinkie’s overall electrical power 
production system. 
 
CONCLUSIONS/RECOMMENDATIONS 
 
The proposed scope of work for the recommended alternative would include demolition of the 
existing wood dam structure and the construction of a new concrete faced rock fill dam in the 
same location. The existing abutments, spillway and steel sheet pile cut off wall will be 
renovated and integrated into the new structure and the rock out crop that is restricting flow from 
the lake will be removed. The project will consist of the following scope; funded, designed and 
constructed in three phases: 



 
1. 5,400 linear feet of access road improvements 
2. Demolition of the existing wood dam structure 
3. Clearing and grubbing of the existing dam site for rock dike placement 
4. Placement of new piping, valves and trash rack 
5. Construction of 2’ wide by 4’ deep concrete cutoff wall/foundation (about 160 feet long) 

including rock excavation 
6. Placement of 1,400 cubic yards of rock/dike fill 
7. Construction of a concrete slab top and dam face tied to the cut off wall 
8. Repair and modifications to the existing concrete spillway 
9. Excavation of a 4’ wide trench through the rock outcrop 
10. Penstock replacement (Phase II) 
11. Hydro-electric turbine replacement/upgrade (Phase III) 

 
Estimated Costs: 
 
Access Road Improvements    $510,000 
Rock out crop excavation   $200,000 
Dam Demolition and Construction   $950,000 
Phase I Total      $1,660,000 
 
Penstock Replacement (Phase II)  $900,000 
 
Turbine Replacement (Phase II or III) $700,000 
 
 
 
 
 

John A. Warren, P.E. 
Director Engineering Services 

 

















John Warren
0

October 8, 2012
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Amount

Labor Grade 77 75 74 72 71 74 73 74 73 72 70 25 73 71 70 73 72 74 69 70
Billing Rate 151 130 121 106 99 121 113 121 113 106 93 87.6 113 98.9 93 113 106 121 88 93

 
                       

Site visit 16 16 24 16 72 8,261.89$              
Approval of site and scope 1 4 5 671.09$                 
Design schedule 2 2 1 1 6 762.53$                 
Design estimate 8 4 4 4 20 2,566.22$              
Labor Subtotal 27 4 22 0 0 0 0 0 0 5 0 24 5 0 0 16 0 0 0 0 103 12,261.73$            
Expenses 3,000.00$              

Field Work SUBTOTAL 15,261.73$            

Design management 4 2 3 9 1,154.02$              
General (G Sheets) 2 2 185.97$                 
Survey (V Sheets) 8 8 791.57$                 
Geotechnical (B Sheets) 2 2 302.18$                 
Civil (C Sheets) 8 24 4 4 30 70 7,813.44$              
Structural (S Sheets) 8 8 967.81$                 
Architectural (A Sheets) 0 -$                       
Plumbing (P Sheets) 0 -$                       
Process (D Sheets) 0 -$                       
Mechanical (M Sheets) 16 16 1,935.61$              
Prepare Report 8 60 20 4 4 96 11,300.57$            
Design Review 2 8 2 12 1,445.25$              
Labor Subtotal 24 24 80 20 0 16 0 0 0 2 6 30 3 8 0 0 0 0 6 4 223 25,896.41$            
Expenses 250.00$                 

Report SUBTOTAL 26,146.41$            

Design management 8 4 4 8 4 28 3,346.21$              
A/E Contract Administration 0 -$                       
General (G Sheets) 2 8 16 26 2,672.06$              
Survey (V Sheets) 2 2 1 70 140 215 20,581.45$            
Geotechnical (B Sheets) 2 8 16 26 2,672.06$              
Civil (C Sheets) 16 40 40 96 10,761.68$            
Structural (S Sheets) 8 40 32 80 8,851.91$              
Architectural (A Sheets) 0 -$                       
Plumbing (P Sheets) 0 -$                       
Process (D Sheets) 0 -$                       
Mechanical (M Sheets) 24 24 2,903.42$              
Electrical (E Sheets) 0 -$                       
Design Review 2 2 8 2 2 16 1,941.67$              
35% Design Labor Subtotal 40 6 106 0 0 24 0 0 0 4 11 104 4 70 140 2 0 0 0 0 511 53,730.46$            
A/E Subcontracts 15,000.00$            
Expenses 6,250.00$              

35% SUBTOTAL 74,980.46$            

Design management 16 4 4 8 4 36 4,554.94$              
A/E Contract Administration 0 -$                       
General (G Sheets) 2 8 6 16 1,827.91$              
Survey (V Sheets) 4 20 40 64 6,182.28$              
Geotechnical (B Sheets) 8 2 10 20 2,030.08$              
Civil (C Sheets) 60 40 40 100 240 23,962.64$            
Structural (S Sheets) 40 40 16 80 176 17,558.85$            
Architectural (A Sheets) 0 -$                       
Plumbing (P Sheets) 0 -$                       
Process (D Sheets) 0 -$                       
Mechanical (M Sheets) 16 16 1,935.61$              
Electrical (E Sheets) 0 -$                       
Design Review 2 12 4 2 2 22 2,549.44$              
65% Design Labor Subtotal 20 4 132 80 0 16 0 0 0 4 76 190 4 22 40 2 0 0 0 0 590 60,601.75$            
A/E Subcontracts -$                       
Expenses 250.00$                 

65% SUBTOTAL 60,851.75$            

Design management 16 8 8 4 36 4,652.77$              
A/E Contract Administration 0 -$                       
General (G Sheets) 1 2 1 4 8 836.55$                 
Survey (V Sheets) 0 -$                       
Geotechnical (B Sheets) 4 2 2 8 845.14$                 
Civil (C Sheets) 80 40 20 200 340 33,285.39$            
Structural (S Sheets) 40 20 16 100 176 17,200.62$            

Ouzinkie Dam Design

to
ta

l s
he

et

Approved Design Budget 

Project Work Plan 

Preliminary Engineering Report

35% Design

65% Design  

95% Design  



Architectural (A Sheets) 0 -$                       
Plumbing (P Sheets) 0 -$                       
Process (D Sheets) 0 -$                       
Mechanical (M Sheets) 24 24 2,903.42$              
Electrical (E Sheets) 0 -$                       
Design Review 4 16 4 8 4 36 4,056.55$              
95% Design Labor Subtotal 21 8 142 64 0 24 0 0 0 0 55 310 4 0 0 0 0 0 0 0 628 63,780.43$            
A/E Subcontracts -$                       
Expenses 500.00$                 

95% SUBTOTAL 64,280.43$            

Design management 16 12 8 16 6,309.56$              
A/E Contract Administration -$                       
General (G Sheets) 1 4 4 2 8 1,944.17$              
Survey (V Sheets) 1 2 4 815.21$                 
Geotechnical (B Sheets) 1 2 6 2 1,201.55$              
Civil (C Sheets) 8 60 80 20 80 25,780.70$            
Structural (S Sheets) 6 32 60 16 40 16,103.23$            
Architectural (A Sheets) -$                       
Plumbing (P Sheets) -$                       
Process (D Sheets) -$                       
Mechanical (M Sheets) 24 2,903.42$              
Electrical (E Sheets) 24 2,903.42$              
Design Review 2 2 16 4 8 8 4,508.18$              

100% Design Labor Subtotal 35 14 116 158 0 24 0 24 0 16 62 130 0 0 0 0 0 0 0 0 0 62,469.44$            
A/E Subcontracts -$                       
Expenses 2,900.00$              

100% SUBTOTAL 65,369.44$            

Fire Marshall 0 -$                       
ADEC 0 -$                       
Misc Permits 4 2 40 20 24 24 114 12,149.01$            

Eng. Permits Labor Subtotal 4 2 40 20 0 0 0 0 0 0 0 0 0 0 0 0 0 0 24 24 114 12,149.01$            
Expenses 15,000.00$            

Eng. Permits SUBTOTAL 27,149.01$            
LABOR TOTALS 171 62 638 342 0 104 0 24 0 31 210 788 20 100 180 20 0 0 30 28 2,169 290,889.23$          
NON-LABOR TOTALS 43,150.00$            
TOTAL PROJECT FEE 334,039.23$    

100% Design  

Engineering Permits



Estimated by: John Warren
Date: 10/8/2012

EXPENSE ITEM UNITS QUANTITY UNIT COST AMOUNT
Field Investigation
Airline Airfare and Car Rental each 3 800.00$         2,400.00$              
Per Diem & Lodging man days 6 100.00$         600.00$                 
Plumbing Materials lump sum 1,000.00$      -$                      

-$                      
Subtotal 3,000.00$              

Conceptual Design Phase
Title Search job 1 250.00$         250.00$                 
Airline Airfare and Car Rental trips 1,000.00$      -$                      
Water Treatment Pilot Testing job 20,000.00$    -$                      
Per Diem & Lodging nights 200.00$         -$                      

Subtotal 250.00$                 

35% Design Phase  
Mailing & expediting job 1 250.00$         250.00$                 
Per Diem & Lodging days 14 200.00$         2,800.00$              
Airfare trips 4 800.00$         3,200.00$              

Subtotal 6,250.00$              

65% Design Phase
Mailing & expediting job 1 250.00$         250.00$                 
Per Diem & Lodging days 200.00$         -$                      
Airfare trips 800.00$         -$                      

Subtotal 250.00$                 

95% Design Phase
Mailing & expediting job 1 500.00$         500.00$                 
Per Diem & Lodging days 200.00$         -$                      
Airfare trips 1,000.00$      -$                      

Subtotal 500.00$                 

100% Design (Stamped Plans)
Mailing & expediting job 1 500.00$         500.00$                 
Per Diem & Lodging days 4 200.00$         800.00$                 
Airfare trips 2 800.00$         1,600.00$              

Subtotal 2,900.00$              

Permiting Process
Permit Fees (Plan Review, etc.) Lump Sum 1,500.00$      -$                      
ADEC Permit to Construct Each 999.00$         -$                      
Dam Safety Each 1 15,000.00$    15,000.00$            

Subtotal 15,000.00$            

Total Estimated Expenses 28,150.00$            

Ouzinkie Dam Design
Design Cost Estimate - Expenses
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